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Shut Down & General Start Up Procedure

All REFRIGERATED & FREEZER UNITS

Proper short/long term shut down to ensure ease of start up.

Follow the procedures below to ensure a safe and 
clean shut down:

Step 1 - Remove all product from the unit(s)

Step 2 - Shut o� and unplug unit(s).
GA Touchscreen Units - select  ‘Standby’

ERC112 Control Units - Toggle unit power rocker switch
   to the o� position (if applicable) or pull power plug 

CAREL Control Units - Toggle unit power rocker switch
   to the o� position (if applicable) or pull power plug 

Step 3 - Defrost unit(s) (if needed)

Step 4 - Clean the interior of well(s) and cabinet(s) on the
   unit using soap and water and allow the unit to dry

Step 5 - Prop the door(s) and lid(s) open to allow air
   circulation into the unit. Be careful to not damage the
   door gasket(s) 

Follow the procedures below to ensure a safe and 
clean start up:

Step 1 - Clean interior of well(s) and cabinet(s) with soap
   and water and allow the unit to dry

Step 2 - Plug the unit(s) in and power unit(s)

Step 3 - Ensure unit(s) is set properly by checking unit 
   settings and set points

Step 4 - Allow unit to get to temperature before inserting
   product into well(s) and cabinet(s)
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